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ABSTRACT 

This paper describes the conceptual design of a 
ceramic breeder blanket considered as one of the 
candidate blankets in the first phase of the ARIES-CS 
study. The blanket is coupled to a Brayton power cycle to 
avoid the safety concern associated with the possibility of 
Be/steam reaction in case of accident. 

 
I. INTRODUCTION 

The first phase of the ARIES-CS study has focused 
on scoping out maintenance schemes and blanket designs 
best suited for a compact stellarator (CS) configuration1,2. 
The study will then down-select to a couple of most 
attractive combinations of blanket configuration and 
maintenance scheme for more detailed studies 
culminating in the choice of a point design for a full 
system design study. One of the blankets developed 
during the early scoping phase is a helium-cooled ceramic 
breeder (CB) blanket. Consistent with the guidelines of 
the study, this concept was developed to an extent 
sufficient for a credible case to be made regarding 
performance, fabrication and maintenance. 

Ceramic breeder designs tend to favor a modular 
configuration that, in the case of a compact stellarator, 
provides the flexibility of setting module sizes best suited 
to the particular reactor geometry. A ceramic breeder 
design has traditionally been coupled to a Rankine steam 
cycle (e.g. the EU He-cooled pebble bed blanket3). 
However, safety concerns have been raised about the 
possibility of a tube rupture in the module followed by a 
tube rupture in the steam generator, which could 
eventually result in unacceptable steam/Be interaction in 
the case of failure of the pressurized module. Thus, unless 
a clear case could be made that such an accident is 
beyond design basis, the module would need to be 
designed to accommodate the pressurization, which 
translates into more structure and less tritium breeding. 
To avoid this issue, it was decided to reconsider the 
possibility of coupling a Brayton cycle to such a blanket, 
by optimizing the cycle as well as by maximizing the 
coolant temperature through limited utilization of oxide-

dispersion strengthened (ODS) ferritic steel in high 
temperature regions. The blanket module is then designed 
to accommodate a relatively low pressure of ~1 MPa 
compared to a blanket He coolant pressure of ~8 MPa. 

This paper describes the conceptual design of this 
ceramic breeder blanket. Key parameters are summarized 
and major issues are discussed. 

 
II. BLANKET CONFIGURATION 

The blanket configuration consists of a modular box 
design that is attractive for a CS application since the 
module sizes can be adjusted to accommodate 
maintenance and geometry requirements. The design 
seems best suited for a port maintenance scheme with the 
vacuum vessel inside the coil system, as illustrated in Fig. 
1 and discussed in more detail in Ref. [4]. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Fig. 1 Cross-section of example ARIES-CS configuration 
illustrating the location of different components for a 

port-based maintenance scheme. 
 

Figure 2 shows a schematic of a blanket module. In 
the absence of a steam cycle, the blanket does not need to 
be designed to take the steam pressure or even the He 





 

 

stresses are all under this maximum value except for three 
localized regions shown in the figure. These local stress 
peaks can be allievated by adjusting the design at these 
locations. Also, the maximum allowable stress under 
accidental conditions is larger than the Sm value assumed 
for normal operating conditions. 

 
Table I Example Parameters for CB Blanket  

Breeder Material (Li4SiO4 or Li2TiO3) 
Surface Heat Flux  0.5 MW/m2 
Maximum Wall Load 5 MW/m2 
Typical Blanket Dimension  
(toroidal x radial x poloidal) 

1 m x 0.65 m x 4 m 

TBR 1.1 
Energy Multiplication Factor 1.3 
He Pressure 8 MPa 
Blanket He Inlet/Outlet Temp. 400/610°C 
He Velocity in FW Channel 75 m/s 
Maximum FS Temperature 700°C 
Brayton Cycle I Efficiency 42% 
Pump. Power to Thermal Power <0.05 

 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

Fig. 11 Primary membrane stress intensity in blanket 
module under 1 MPa pressure. 

 
IV. DESIGN ASSEMBLY DETAILS 
IV.A. Blanket Assembly 

Within the blanket, each breeding zone is enclosed 
between two cooling plates, as illustrated in Figure 3. The 
breeding zones are filled outside the blanket box with the 
ceramic pebbles which are contained by a membrane. The 
cooling plates are welded to the inner radial manifold plate 
and the whole assembly is inserted in the blanket box. The 
empty spaces inside the box are then filled with the Be 
pebbles which are compacted by vibrating the module. A 
key issue with utilizing ODS FS for the cooling plates is 
the joint between the cooling plates and the manifold since 
there are no demonstrated methods yet for producing high 
strength welds with ODS ferritic steel. 

 

IV.B. Module Back Manifolds 
The He coolant enters the blanket module from the 

back side through the outer region of an annular tube. It is 
then routed toroidally to the module inlet manifolds from 
where it is flown to cool the first wall and side walls 
before flowing through the three passes in the blanket 
regions. It is then collected in the module outlet manifolds 
and flown out of the module through the inner region of 
the annular tube. The blanket He outlet temperature is 
~610°C for the assumed case with Brayton Cycle I and a 
maximum FS allowable temperature of ~700°C. This 
infers the use of ODS FS in blanket regions where the 
structure temperature is higher than about 550°C. The 
module outlet manifold would be such an area. One 
possible design is to use an isolated floating channel 
within the manifold which would be made of ODS FS 
while the structure around can be made of regular FS, as 
shown in Figure 12. There would still be the need to 
provide an ODS FS joint between the cooling plate outlet 
and the manifold; this is a key R&D item in order for this 
blanket to provide acceptable performance. 

 
 
 
 
 
 
 
 
 
 
 
 

 
Fig. 12  Example module outlet manifold design for high 

temperature He operation (using ODS FS). 
 
V. MAINTENANCE 

The module design is best suited for a port 
maintenance scheme, the module installation and 
replacement being performed from the plasma side with 
an articulated boom. Detailed of the maintenance scheme 
is provided as part of Ref. [1]. Here, some key aspects 
with respect to the module design itself are highlighted. 
Prior to module removal, the coolant pipes would need to 
be cut, and then rewelded following module replacement. 
An initial concept of how to accommodate this assumes 
the arrangement of one access tube in the center of the 
module; this facilitates blanket module replacement and 
enables a symmetric design of the module, with poloidal 
manifolds on both sides of the module, running from the 
middle to top and bottom of the module. A shielding plug 
is used, as shown in Figure 13 (not to scale, its first wall 
coverage fraction being typically ~3%). When removed, 
the shielding plug provides a large opening for access to 
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the concentric coolant pipes located at the rear side of the 
blanket module. 

Utilizing an annular cooling pipe allows for a sliding 
joint for the inner tube separating the hot exit flow in the 
central tube from the “cold” inlet flow in the annulus. 
Therefore, only the outer tube has to be cut/re-welded for 
module replacement. This weld is located behind the 
permanent shielding zone, limiting the He-generation in 
the steel to a value allowing re-weldability up to the end of 
the plant life (assumed as <~1 appm He). The concentric 
coolant access tubes are arranged in the middle of the 
module, allowing free differential expansion of the module 
in all directions. The outer coolant access tube with typical 
dimensions of ~400 mm in diameter and 20 mm in wall 
thickness can also serve as mechanical attachment with a 
resulting shear stress of about 1 MPa for a 5-tonne module. 
Additional mechanical attachments are required at both 
ends of the modules; these could consist of bolts 
connecting the blanket module to the shield region and 
accessible through gaps between neighboring modules 
which would allow for tool insertion from the plasma side. 
Once the replacement module is attached and the shield 
plug inserted, another weld would be required between the 
shield plug and the first wall but in this case both parts will 
be unirradiated. 

 
 
 
 
 
 
 
 
 
 
 
 

Fig. 13  Blanket module schematic showing shielding plug 
and access to coolant annular pipe at the back. 

 
VI. CONCLUSIONS 

A He-cooled CB concept has been evolved, consisting 
of a number of single-sized Li4SiO4 breeder and Be 
multiplier packed bed layers separated by cooling plates 
and arranged in parallel to the first wall. The blanket is 
coupled to a Brayton power cycle to avoid the potential 
safety problem associated with steam generator failure in 
the case of a Rankine cycle. The design pressure for the 
blanket box is modest, ~1MPa, allowing for a relatively 
simple design with less structural material and better 
breeding. Reduced activation FS is used as structural 
material in regions where the temperature is <550°C and 
ODS FS in regions where the temperature is higher (but  
<700°C). A tritium breeding ratio of 1.1 is achievable for a 

total blanket thickness of 0.65 m. A key issue which must 
be addressed is the joining of ODS FS. 

Scoping studies indicate the possibility of 
accommodating neutron wall load of up to 5-5.5 MW/m2 
and a surface heat flux of 0.5 MW/m2 with corresponding 
cycle efficiencies of up to 42% for a Brayton cycle with 
3-stage compression and one-stage expansion. The 
maximum FS temperature limit in the FW makes it very 
challenging to accommodate higher surface heat fluxes. 
The cycle efficiency can be increased to ~47% for a more 
advanced 4-stage compression, 4-stage expansion cycle. 
However, the smaller coolant temperature rise in this case 
requires higher flow rate and the pumping power 
requirement is unacceptably large, effectively ruling out 
such a cycle for this application.  

Credible fabrication and assembly processes have 
been evolved for a port-based maintenance scenario. The 
use of a module front shield plug allows access to the 
annular cooling pipes at the back for blanket removal and 
installation. Overall, the design must be assessed in 
conjunction with the other blanket concepts evolved 
during Phase I of the ARIES-CS study in order to down-
select to a couple of concepts for the more detailed study 
planned for Phase-II. 
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